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THIRD FLOOR ELEC’I‘RICAL PLAN NOTES
EXISTING ELECTRICAL TO REMAIN

PROVIDE NEW GFI RECEPTACLE FOR NEW. ELECTRIC DRINKING FOUNTAIN VERII-Y SRR
- RECEPTACLE LOCATION WITH EDF SUPPLIER.. PROVIDE NEW CONDUITS AND WIRING
f‘_AS REQUIRED TO CONNECT NEW AND EXISTING CIRCUII' : SN

- EXISTING COLD BOX AND ULTRALOW REF SHALL BE KEPT IN SERVICE AT ALL | c
- TIMES. NO. INTERRUPTION OF EXIST ING ELECTRICAL WITHOUT PERMISSION FROM S
: COTR T

" REINSTALL EXISTING OUTLET AND DEVICES N NEW WALL. PROVIDE NEW
~ CONDUITS AND WIRING AS REQUIRED.

600 060 o6 *@e

80 ¢ f

e

5

) PROVIDE NEW PANEL. FLUSH MOUNT IN WALL. R I A
». RUN NEW FEEDER PER LINE DIAGRAM TO EXISI'ING PANEL PSD

: VERIFY CONNECTION REQUIREMENT OF EXISTING PANEL IN FIELD PROVIDE NEW
100A/3P BREAKER IN SPACE 37/39/41 RUN NEW FEEDER IN EXISTING WALL.

‘ LOCATION JUNCTION BOX IN SECOND FLOOR ATTIC

- sTUB TWO 1 1 /2 c WITH PULL WIRE FROM PANEL UP INTO Accr-:ssmu: ATI‘IC i
“ ’,’RECEPTACLES IN WAITING AREA SHALL BE TAMPER RESISTANT TYPE S

I‘PROVIDE OUTLEI' BOX IN WALL AT ELECTRIFIED FURNITURE PANEL. VERIFY .

“ LOCATION WITH FURNITURE SUPPLIER THROUGH COTR RUN 3/4 FLEX CONDUIT e
WITH WIRING TO CONNECT PANEL.

) PROVIDE COMBINATION POWER/DATA POKE-THROUGH BOX IN FLOOR AT

" ELECTRIFIED FURNITURE PANEL. VERIFY LOCATION WITH FURNITURE SUPPLIER -
~ THROUGH COTR. RUN 3/4” FLEX CONDUIT FROM PARTITION FEED COVER WITH :

. WIRING. TO CONNECT PANEL. . : e o

“ 'PROVIDE 4—11/16 X 2-1/8 D OUTLET BOX IN WALL AT ELECTRIFIED FURNITURE L

'PANEL. VERIFY LOCATION WITH FURNITURE SUPPLIER THROUGH COTR. RUN 1- =
~ 1/4” FLEX CONDUIT WITH TEL AND DATA CABLES TO FURNITURE PANEL. INSTALL

. TEL/ DATA JACKS AS. DIRECTED BY PANEL SUPPLIER THROUGH COTR .

) FROM COMBINATION POWER/DATA POKE-THROUGI-I BOX, RUN 1 -1 /4 FLEX CONDUIT
~ WITH 3 SETS OF TEL AND DATA CABLES TO FURNITURE PANEL. INSTALL - - = =
TEL/ DATA JACKS AS DIRECTED BY PANEL SUPPLIER THROUGH COTR

FROM COMBINATION POWER/ DATA POKE-THROUGI-I BOX RUN 1- 1 /4 FLEX CONDUI'I'" e |
 WITH 2 SETS OF TEL AND- DATA CABLES TO FURNITURE PANEL. INSTALL S T
'TEL/ DATA JACKS AS DIRECTED BY PANEL SUPPLIER THROUGH COTR

" PROVIDE POWER CONNECTION FOR MOTORIZED LOUVERS VERIFY LOCATION AND
~ REQUIREMENT WITH SUPPLIER THROUGH COTR PRIOR TO' ROUGH-IN. PROVIDE
; CONTROL CONDUITS AND WIRING AS DIRECTED BY SUPPI.IER THROUGH COTR

: ‘TYPICAL OF TEL/DATA OUTLETS PROVIDE 4—11/ 16” SQUARE X 2—1/8 DEEP BOX
IN WALL WITH QUAD PLATE. INSTALL THREE CAT 6 RJ45 JACKS, ONE FOR TEL
 AND TWO FOR DATA. RUN ONE 1-1 /4°C UP WALL INTO ACCESSIBLE ATTIC WITH

THREE CAT 6 CABLES TO EXISTING IDF. CABLES SHALL BE TERMINATED WITH
~~RJ45 CONNECTOR WITH IO-FT SLACK AT IDF FOR CONNECTION BY OWNER

" RUN ONE 1 -1 /4 C IN LOWER FLOOR ATTIC, UP WALL INTO ACCESSIBLE ATI'IC |
WITH FOUR CAT 6 CABLES TO EXISTING IDF. CABLES SHALL BE TERMINATED

“WITH RJ45 CONNECTOR wIT H 10-FT SLACK AT IDF FOR CONNECTION BY OWNER

o ~ STUB TWO 2 C FROM EXISTING TBB/ IDF LOCATION INTO ACCESSIBLE ATTIC AT
’ EXPANSION AREA FOR TEL/ DATA CABLING ”
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